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WNALL TYPE LEGEND:

NON RATED

FURRING AT INTERIOR cMU WALL - (1) LAYER 5/&" TYPE "X" &YPSUM
AB@ARD OVER /" METAL CHANNELS @ 16" O.C.

TYPICAL PARTITION - () LAYER 25" TYPE "X" &GYPSUM BOARD ON

EACH SIDE OF 2 )5" METAL STUDS e 16" OC.
CHASE WALL PARTITION - (1) LAYER %" TYPE "X" WATER RESISTANT

GYPSUM BOARD ONE SIDE OF 33" METAL STUDS @ 16" OC.

PARTITION - (I) LAYER OF 33" TYPE "X" &6YPSUM BOARD, ON EACH
SIDE OF 3%" METAL STUDS @ 16" 0.C. (e APARTMENT ELECTRICAL

PANEL)

FURRING AT EXTERIOR WALL - (1) LAYER %" TYPE "X" GYPSUM BOARD

3%" GALV. METAL FURRING @ |6 0.C. NITH 355" (R-I5) BATT INSULATION

UNFACED

FURRING AT EXTERIOR NALL - (1) LAYER 33" TYPE "X" 6YPSUM BOARD

h" GALY. METAL STUDS @ 16 O.C.

! FURRING AT EXTERIOR WALL - () LAYER %" TYPE "X" &YPSUM BOARD

ON

ON

ON

s " GALV. METAL STUDS @ 16 0.C. WITH 15" SEMI-RIGID INSULATION (R1.5)

UNFACED

PARTITION - (1) LAYER 5" &YPSUM BOARD ON EACH SIDE OF 35" GALV. METAL
STUDS (20 GUAGE) @ 16 0.C. NITH /5" SEMI-RIGID INSULATION THERMAFIBER -

VERSABOARD (MANUFACTURED BY OANENS CORNING) (R7.5) UNFACED
FURRING AT INTERIOR MASONRY WALL - (I) LAYER 5/8" TYPE "X"

GYPSUM BOARD OVER | 5" METAL CHANNELS @ 16" O.C.
| HOUR RATED

| HOUR RATED TENANT SEPARATION PARTITION - (1) LAYER OF 25"

TYPE "X" GYPSUM BOARD ON EACH SIDE OF 3 %" METAL STUDS @
6" ©.C. NITH 3 5" SOUND ATTENUATION INSULATION. EXTEND STUDS &

GYPSUM BOARD UFP TO UNDERSIDE OF CONCRETE DECK & SEAL

TIGHT TO UNDERSIDE OF CONCRETE DECK AND/OR ROOF DECK W/
CONT. FIRESTOP SEALANTE FIRESAFING INSULATION
(UL # U4l9) (5TC 5I)

&\ HOUR RATED CHASEWALL - (I) LAYER 2" TYPE "X" GYPSUM

BOARD ON ONE SIDE OF 254" METAL STUDS @ 16" ©.C. EXTEND

GYPSUM BOARD ¢ STUDS UP TO UNDERSIDE OF FLOOR DECK OR
ROOF DECK. SEAL TIGHT TO UNDERSIDE OF FLOOR/DECK W/ CONT.

FIRESTOP SEALANT. (UL #V442) (PROVIDE INSUL. AS REQD TO

ACHIEVE A MIN STC RATING OF 50)

&\ HOUR RATED EXTERICR PARTITION - (2) LAYERS OF |/2" TYFE X' GYPEM BOARD,
(INSIDE) 4" EXP EXTERIOR GYPEUM BOARD SHEATHING (QUTSIDE) OVER 3%" GA 18
GALV. METAL STUDS @ 16" O.C. NTH 35" BATT INGULATION (UNFACED) (R-15) (UL #J424)

2 HOUR RATED

Az HOUR RATED EXTERIOR PARTITION - (2) LAYERS OF A" TYPE "X"

GYPSUM BOARD, (INSIDE) )5" EXP EXTERIOR GYPSUM BOARD

SHEATHING (OUTSIDE) OVER 2% " GA |1& GALV. METAL STUDS @ 16"

O.C. NITH 35" BATT INSULATION (UNFACED) (R-I5) (UL #U424)

2 HOUR RATED INTERIOR PARTITION - (2) LAYERS 5/&" TYFPE "X"

GYPSUM BOARD ON EACH SIDE
35" SOUND ATTENUATION INSULATION. EXTEND &YPSUM BOARD ¢

3%" METAL STUDS e 16" 0.C. NITH

STUDS UP TO UNDERSIDE OF FLOOR DECK OR ROOF DECK. SEAL

TIGHT TO DECK W/ CONT. FIRESTOP SEALANT ¢ FIRESAFING. (GA

FILE UL #AP-|522 STC 55-59).
é é 2 HOUR RATED CMU WALL - CMU WITH CONT. GALVANIZED

HORIZONTAL TRUSS TYPE REINFORCING AT ALTERNATE BLOCK
COURSES. SEAL TOP OF CONCRETE BLOCK WALL TIGHT TO
UNDERSIDE OF CONCRETE DECK OR DECK ABOVE WITH CONT.

FIRESTOR SEALANT AND FIRESAFING INSULATION WHERE GAF EXIST.

BETWEEN TOFP OF WALL AND BOTTOM OF DECK (UL #U906)

2 HOUR. RATED MECHANICAL SHAFT WALL - (2) LATYERS OF /4" TYPE

X" GYPSUM BOARD ON ONE SIDE OF 24" METAL C-H STUDS @ 24"
O.C. NITH (1) LAYER OF I" TYPE "X" 6YPSUM LINER PANEL ON SHAFT

SIDE. W/ I" MINERAL FIBER INSULATION IN CAVITY SEAL TOP OF

NALL TIGHT TO UNDERSIDE OF CONCRETE DECK W/ CONT. FIRESTORP
SEALANT. GA FILE UL #4045 (STC-45-44)

2/—\5\ 2 HOUR RATED CHASEWALL - (2 ROWS) (2) LAYER 35" TYPE "X

GEGYPSUM BOARD ON ONE SIDE OF 24" METAL STUDS @ 16" ©.C. EXTEND

GYPSUM BOARD & STUDS UP TO UNDERSIDE OF FLOOR DECK OR

ROOF DECK. SEAL TIGHT TO DECK WITH CONT. FIRESTOF SEALANT.

SEAL ALL PENETRATIONS THRU CHASEWALL WITH FIRESAFING
INSULATION AND CONT. FIRESTOP SEALANT AS REQ'D (UL #v442)

(PROVIDE INSUL. AS REQ'D TO ACHIEVE A MIN STC RATING OF 50)
3 HOUR RATED

A 3 HOUR RATED WALL - (1) LAYER " TYPE "X" 6YPSUM BOARD OVER 74"
METAL HAT CHANNELS @ 24" O.C. OVER 2 HR RATED CONCRETE BLOCK

NALL WITH CONT. GALVANIZED HORIZONTAL TRUSS TYFE REINFORCING
AT ALTERNATE COURSES. SEAL TOF OF CONCRETE BLOCK WALL TIGHT

TO UNDERSIDE OF CONCRETE FLOOR DECK ABOVE WITH CONT.

FIRESTORP SEALANT AND FIRESAFING INSULATION NHERE A GAR EXISTS
BETWEEN TOP OF WALL AND BOTTOM OF CONCRETE DECK (UL #Ud9|4)
(PROVIDE STC RATING OF 50-54 COMPACTOR CHUTE FOR SHAFT

ADIACENT TO DWELLING UNITS)
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CONCRETE FOUNDATION WALL

CONCRETE BLOCK WALL - 2HR FIRE RATED (UON.)

GYFPSUM BOARD PARTITION - SEE
PLAN FOR SIZE.

MASONRY VENEER

REMOVABLE KITCHEN BASE CABINET -
2'-6' NIDE x 2'-O" DEEP

PARTITION - SEE WALL TYPE LEGEND

HANDICAP ADAFPTABLE APARTMENT
UNIT

UF.AS. ACCESSIBLE EFFICIENCY UNIT
(TOTAL &6 UNITS)

UF.AS. COMPLIANT HV.I. EFFICIENCY UNIT -
COUTFITTED FOR PEOFLE W/ HEARING OR
VISUAL IMPAIRMENTS (TOTAL 2 UNITS)

CONCRETE COLUMN

5'-0" DIAMETER CLEAR HANDICAP
FLOOR TURNING SPACE.

"T" FLOOR TURNING SPACE

30" x 45" CLEAR FLOOR SFPACE

FIRE RATED SHAFT WALL.

WINDONW - SEE NINDOW SCHEDULE ON DNG. A-60I

DOCOR & FRAME -
SEE DOOR SCHEDULE DRANING A-600

CARBON MONOXIDE DETECTOR
EXIT LIGHT AND SIGN - CEILING MOUNTED
ELECTRICAL PANEL UNIT

SUSFPENDED CEILING &YFPSUM BOARD

VISUAL SIGNALING DEVICE / STROBE LIGHT -
SEE ELEC. DWG'S FOR LOCATIONS

GENERAL NOTES:

. FOR KITCHEN AND TOILET ELEVATIONS SEE DRANING
A-5l0, A-5ll ¢ A-5I2.

2. G6.C. SHALL COORDINATE SIZE ¢ LOCATION OF ALL
HVAC OFPENINGS IN CONC DECK WITH MECHANICAL

DRANINGS.

3. CONTRACTOR SHALL COORDINATE SIZE AND LOCATION
OF ALL MASONRY OFENINGS AT ELEVATOR ENTRANCES
WITH ELEVATOR VENDOR.

4. ALL ENLARGED PLAN DIMENSIONS ARE TAKEN FINISH
TO FINISH (U.ON,).

REDEVELOPMENT PROJECT

VICTORIA THEATER

233 W. 125TH STREET,
NEW YORK, NY 10027

BLOCK: 1931

LOT: 17

AUFGANG

DEVELOPER:

Danforth Development
Paterns, LLC

115 W. 120TH STREET GARDEN LEVEL
NEW YORK, NY 10027

PH: 212 931-5740

FX: 212 931-5744

DEVELOPER:

Exact Capital

100 PARK AVE. SUITE 1600
NEW YORK, NY 10017

DEVELOPER:

Lam Group

202 CENTRE STREET 6TH FLOOR
NEW YORK, NY 10013

PH: 212 274-3000
info@lamgroupnyc.com

DEVELOPER:
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Development Corporation

Adam Clayton Powell, Jr. State
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163 West 125th Street, 17th Floor
New York, NY 10027

ARCHITECT:

Augang Architects, LLC
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SUFFERN, NEW YORK

PH: 845 348-0004
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STRUCTURAL:
Brooker Engineering PLLC

76 LAFAYETTE AVENUE
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PH: 845 357-4411

FX: 845 357-1896

MECHANICAL/PLUMBING/ELECTRIC:
Ettinger Engineering Associates

Consulting Engineers
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YORK 10001
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FX: 212-643-1606
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